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EXECUTIVE SUMMARY 

This report describes a pedestrian level wind study undertaken to assess wind conditions for a proposed 

mixed-use, two-tower residential development located at 3420 & 3442 Hurontario Street in Mississauga, 

Ontario. The study involves wind tunnel measurements of pedestrian wind speeds using a physical scale 

model, combined with meteorological data integration, to assess pedestrian comfort at key areas within and 

surrounding the study site. Grade-level pedestrian areas investigated include nearby sidewalks, laneways, 

parking areas, landscaped spaces, building access points, and transit stops. Wind conditions are also 

measured over the Level 5 outdoor amenity terraces. To evaluate the influence of the proposed 

development on the existing wind conditions surrounding the site, two massing configurations were 

studied: (i) existing conditions without the proposed development, and (ii) conditions with the proposed 

development in place. The results and recommendations derived from these considerations are summarized 

in the following paragraphs and detailed in the subsequent report. 

Our work is based on industry standard wind tunnel testing and data analysis procedures, the City of 

Mississauga Terms of Reference for Pedestrian Wind Comfort and Safety Studies, architectural drawings 

provided in July 2020, surrounding street layouts, as well as existing and approved future building massing 

information and recent site imagery. 

A complete summary of the predicted wind conditions is provided in Section 5.2 of this report, and is also 

illustrated in Figures 2A-5B, as well as Tables A1-A2 and B1-B4 in the appendices. Based on wind tunnel 

test results, meteorological data analysis, and experience with similar developments in Mississauga, we 

conclude that conditions over pedestrian-sensitive areas within and surrounding the development site 

will be acceptable for the intended pedestrian uses on a seasonal basis. 

Regarding wind conditions over the Level 5 outdoor amenity terraces, conditions will generally be suitable 

for sitting or more sedentary activities during the summer months. If calmer conditions are desired across 

the full terrace spaces and into the shoulder seasons of spring and autumn, then mitigation is 

recommended as described in Section 5.2. 

A comparison of the existing versus future wind comfort surrounding the study site indicates that the 

proposed development will have a generally neutral to negative influence on existing grade-level wind 
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conditions, with improvements over areas of the sidewalk along Hurontario Street. Although somewhat 

windier conditions will occur over areas along the Central Parkway West and Hurontario Street sidewalks, 

as well as across the parking lot to the south, and landscaped area to the southeast, conditions will 

nevertheless remain acceptable for the intended pedestrian uses throughout the year. 

Within the context of typical weather patterns, which exclude anomalous localized storm events such as 

tornadoes and downbursts, no areas over the study site were found to experience conditions that could 

be considered unsafe.  
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1. INTRODUCTION 

This report describes a pedestrian level wind study undertaken to assess wind conditions for a proposed 

mixed-use, two-tower residential development located at 3420 & 3442 Hurontario Street in Mississauga, 

Ontario. The study was performed in accordance with industry standard wind tunnel testing techniques, 

the City of Mississauga Terms of Reference for Pedestrian Wind Comfort and Safety Studies, architectural 

drawings provided in July 2020, surrounding street layouts and existing and approved future building 

massing information, as well as recent site imagery. 

2. TERMS OF REFERENCE 

The focus of this pedestrian wind study is the proposed mixed-use, two-tower residential development 

located at 3420 & 3442 Hurontario Street in Mississauga, Ontario. The study site is situated at the south 

corner of the intersection of Hurontario Street to the northeast and Central Parkway West to the 

northwest. 

The study building comprises Tower A (36 storeys) and Tower B (30 storeys) situated east and west on a 

shared four-storey podium of approximately rectangular planform, with the long axis oriented along 

Hurontario Street. At grade, a covered driveway accessed from Hurontario Street bisects the podium at 

grade-level, providing access to loading areas and a ramp to above-grade parking occupying Levels 2 to 4, 

before continuing along the south elevation for access to a ramp to two levels of below-grade parking and 

connecting with Central Parkway West. On the north side, the ground floor comprises two residential 

lobbies fronting the covered driveway, and office spaces that continue around to the east and west sides 

of the building. The remainder of the ground floor is occupied by building support services for each tower. 

At Level 5, the building sets back from all directions to the base of the towers and a linking indoor amenity 

area to accommodate outdoor amenity terraces and green roof space on the podium rooftop. Towers A 

and B then rise with uniform square planforms up to Levels 36 and 30, respectively, before mechanical 

penthouses complete the development. 

Regarding wind exposures, the near-field surroundings of the development (defined as an area falling 

within a 200-metre radius of the site) are characterized by a low-density concentration of primarily low- 

and medium-rise buildings, as well as surface parking, in all directions, with existing and future high-rise 
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buildings to the southeast and northwest. More specifically, The Fairmont (16 storeys) is located directly 

southeast of the study building, and the approved 36-storey development at 3480 Hurontario Street is 

located to the northwest across Central Parkway West from the study building. The far-field surroundings 

(defined as the area beyond the near field and within a two-kilometer radius) are dominated by low-rise 

suburban buildings in all directions, with denser clusters of medium-rise and high-rise buildings from the 

west rotating clockwise to the northeast. 

Grade-level areas investigated include sidewalks, laneways, parking areas, landscaped spaces, building 

access points, and nearby transit stops. Wind comfort is also evaluated over the Level 5 outdoor amenity 

spaces. Figures 1A and 1B illustrates the existing and proposed study sites and surrounding context, 

respectively, and Photographs 1 through 6 depict the wind tunnel model used to conduct the study.  

3. OBJECTIVES 

The principal objectives of this study are to (i) determine pedestrian level wind comfort and safety 

conditions at key areas within and surrounding the development site; (ii) identify areas where wind 

conditions may interfere with the intended uses of outdoor spaces; (iii) recommend suitable mitigation 

measures, where required; and (iv) evaluate the influence of the proposed development on the existing 

wind conditions surrounding the site. 

4. METHODOLOGY 

The approach followed to quantify pedestrian wind conditions over the site is based on wind tunnel 

measurements of wind speeds at selected locations on a reduced-scale physical model, meteorological 

analysis of the Mississauga area wind climate and synthesis of wind tunnel data with industry-accepted 

guidelines1. The following sections describe the analysis procedures, including a discussion of the 

pedestrian comfort and safety guidelines.  

4.1 Wind Tunnel Context Modelling 

A detailed PLW study is performed to determine the influence of local winds at the pedestrian level for a 

proposed development. The physical model of the proposed development and relevant surroundings, 

 
1 City of Mississauga Urban Design Terms of Reference, Wind Comfort and Safety Studies, June 2014 
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illustrated in Photographs 1 through 6 following the main text, was constructed at a scale of 1:400. The 

wind tunnel model includes all existing buildings and approved future developments within a full-scale 

diameter of approximately 840 metres. The general concept and approach to wind tunnel modelling is to 

provide building and topographic detail in the immediate vicinity of the study site on the surrounding 

model, and to rely on a length of wind tunnel upwind of the model to develop wind properties consistent 

with known turbulent intensity profiles that represent the surrounding terrain.  

An industry standard practice is to omit trees, vegetation, and other existing and planned landscape 

elements from the wind tunnel model due to the difficulty of providing accurate seasonal representation 

of vegetation. The omission of trees and other landscaping elements produces slightly more conservative 

wind speed values.  

4.2 Wind Speed Measurements 

The PLW study was performed by testing a total of 66 sensor locations on the scale model in Gradient 

WƛƴŘΩǎ ǿƛƴŘ ǘǳƴƴŜƭΦ Of these 66 sensors, 56 were located at grade and the remaining ten sensors were 

located over the Level 5 amenity terrace. Wind speed measurements were performed for each of the 66 

sensors for 36 wind directions at 10° intervals. Figures 1A and 1B illustrate the existing and proposed study 

sites and surrounding context, respectively, while sensor locations used to investigate wind conditions are 

illustrated in Figures 2A through 5B.  

Mean and peak wind speed values for each location and wind direction were calculated from real-time 

pressure measurements, recorded at a sample rate of 500 samples per second, and taken over a 60-

second time period. This period at model-scale corresponds approximately to one hour in full-scale, which 

matches the time frame of full-scale meteorological observations. Measured mean and gust wind speeds 

at grade were referenced to the wind speed measured near the ceiling of the wind tunnel to generate 

mean and peak wind speed ratios. Ceiling height in the wind tunnel represents the depth of the boundary 

ƭŀȅŜǊ ƻŦ ǿƛƴŘ ŦƭƻǿƛƴƎ ƻǾŜǊ ǘƘŜ ŜŀǊǘƘΩǎ ǎǳǊŦŀŎŜΣ ǊŜŦŜǊǊŜŘ ǘƻ ŀǎ ǘƘŜ ƎǊŀŘƛŜƴǘ ƘŜƛƎƘǘΦ ²ƛǘƘƛƴ ǘƘƛǎ ōƻǳƴŘŀǊȅ 

layer, mean wind speed increases up to the gradient height and remains constant thereafter. Appendices 

C and D provide greater detail of the theory behind wind speed measurements. Wind tunnel 

measurements for this project, conducted in Gradient WindΩǎ ǿƛƴŘ ǘǳƴƴŜƭ ŦŀŎƛƭƛǘȅΣ ƳŜŜǘ ƻǊ ŜȄŎŜŜŘ 
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guidelines found in the National Building Code of Canada 2015 ŀƴŘ ƻŦ Ψ²ƛƴŘ ¢ǳnnel Studies of Buildings 

ŀƴŘ {ǘǊǳŎǘǳǊŜǎΩΣ !{/9 aŀƴǳŀƭ т wŜǇƻǊǘǎ ƻƴ 9ƴƎƛƴŜŜǊƛƴƎ tǊŀŎǘƛŎŜ bƻ стΦ 

4.3 Meteorological Data Analysis 

A statistical model for winds in Toronto, representative of the Mississauga area, was developed from 

approximately 40-years of hourly meteorological wind data recorded at Pearson International Airport, 

and obtained from the local branch of Atmospheric Environment Services of Environment Canada. Wind 

speed and direction data were analyzed for each month of the year in order to determine the statistically 

prominent wind directions and corresponding speeds, and to characterize similarities between monthly 

weather patterns. Based on this portion of the analysis, the four seasons are represented by grouping 

data from consecutive months based on similarity of weather patterns, and not according to the 

traditional calendar method. 

The statistical model of the Mississauga area wind climate, which indicates the directional character of 

local winds on a seasonal basis, is illustrated on the following page. The plots illustrate seasonal 

distribution of measured wind speeds and directions in km/h. Probabilities of occurrence of different wind 

speeds are represented as stacked polar bars in sixteen azimuth divisions. The radial direction represents 

the percentage of time for various wind speed ranges per wind direction during the measurement period.  

The preferred wind speeds and directions can be identified by the longer length of the bars. For 

Mississauga, the most common winds concerning pedestrian comfort occur from the southwest clockwise 

to the north, as well as those from the east. The directional preference and relative magnitude of the wind 

speed varies somewhat from season to season, with the summer months displaying the calmest winds 

relative to the remaining seasonal periods. 
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SEASONAL DISTRIBUTION OF WINDS FOR VARIOUS PROBABILITIES  
PEARSON INTERNATIONAL AIRPORT, TORONTO, ONTARIO 

 
Notes: 
1. Radial distances indicate percentage of time of wind events. 

2. Wind speeds are mean hourly in km/h, measured at 10 m above the ground. 
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4.4 Pedestrian Comfort and Safety Guidelines 

Pedestrian comfort and safety guidelines are based on the mechanical effects of wind without 

consideration of other meteorological conditions (i.e. temperature, relative humidity). The comfort 

guidelines assume that pedestrians are appropriately dressed for a specified outdoor activity during any 

given season. Since both mean and gust wind speeds affect pedestrian comfort, their combined effect is 

defined in the City of Mississauga Urban Design Terms of Reference1. More specifically, the criteria are 

defined as a Gust Equivalent Mean (GEM) wind speed, which is the greater of the mean wind speed or the 

Ǝǳǎǘ ǿƛƴŘ ǎǇŜŜŘ ŘƛǾƛŘŜŘ ōȅ мΦурΦ ¢ƘŜ ǿƛƴŘ ǎǇŜŜŘ ǊŀƴƎŜǎ ŀǊŜ ǎŜƭŜŎǘŜŘ ōŀǎŜŘ ƻƴ Ψ¢ƘŜ BeaufoǊǘ {ŎŀƭŜΩ 

(presented on the following page), which describes the effects of forces produced by varying wind speed 

levels on objects. 

Four pedestrian comfort classes and corresponding GEM wind speed ranges are used to assess pedestrian 

comfort, which include: (i) Sitting; (ii) Standing; (iii) Walking; and (iv) Uncomfortable. More specifically, 

the comfort classes, wind speed ranges, and limiting criteria are summarized as follows: 

(i) Sitting ς GEM wind speeds below 10 km/h occurring more than 80% of the time would be 

considered acceptable for sedentary activities, including sitting. 

(ii) Standing ς GEM wind speeds below 15 km/h (i.e. 10-15 km/h) occurring more than 80% of the 

time are acceptable for activities such as standing, strolling or more vigorous activities. 

(iii) Walking ς GEM wind speeds below 20 km/h (i.e. 15-20 km/h) occurring more than 80% of the 

time are acceptable for walking or more vigorous activities. 

(iv) Uncomfortable ς Uncomfortable conditions are characterized by predicted values that fall below 

the 80% criterion for walking. Brisk walking and exercise, such as jogging, would be acceptable for 

moderate excesses of this criterion. 

Gust wind speeds greater than 90 km/h, occurring more than 0.1% of the time on an annual basis, are 

classified as dangerous. From calculations of stability, it can be shown that gust wind speeds of 90 km/h 

would be the approximate threshold wind speed that would cause a vulnerable member of the population 

to fall. 



 

BET Realty Ltd. And 3420 Hurontario Street Inc. / Kirkor Architects 
3420 & 3442 HURONTARIO STREET, MISSISSAUGA: PEDESTRIAN LEVEL WIND STUDY  

7 

¢I9 .9!¦Chw¢ {/![9 

NUMBER DESCRIPTION WIND SPEED (KM/H) DESCRIPTION 

2 Light Breeze 4-8 Wind felt on faces 

3 Gentle Breeze 8-15 
Leaves and small twigs in constant motion; Wind 
extends light flags 

4 Moderate Breeze 15-22 
Wind raises dust and loose paper; Small branches are 
moved 

5 Fresh Breeze 22-30 Small trees in leaf begin to sway 

6 Strong Breeze 30-40 
Large branches in motion; Whistling heard in 
electrical wires; Umbrellas used with difficulty 

7 Moderate Gale 40-50 
Whole trees in motion; Inconvenient walking against 
wind 

8 Gale 50-60 Breaks twigs off trees; Generally impedes progress 

 
9ȄǇŜǊƛŜƴŎŜ ŀƴŘ ǊŜǎŜŀǊŎƘ ƻƴ ǇŜƻǇƭŜΩǎ ǇŜǊŎŜǇǘƛƻƴ ƻŦ ƳŜŎƘŀƴƛŎŀƭ ǿƛƴŘ ŜŦŦŜŎǘǎ Ƙŀǎ ǎƘƻǿƴ ǘƘŀǘ ƛŦ ǘƘŜ ǿƛƴŘ 

speed levels are exceeded for more than 20% of the time, the activity level would be judged to be 

uncomfortable by most people. For instance, if GEM wind speeds of 10 km/h were exceeded for more 

than 20% of the time, most pedestrians would judge that location to be too windy for sitting or more 

sedentary activities. Similarly, if GEM wind speeds of 20 km/h at a location were exceeded for more than 

20% of the time, walking or less vigorous activities would be considered uncomfortable. As most of these 

criteria are based on subjective reactions of a population to wind forces, their application is partly based 

on experience and judgment. 

Once the pedestrian wind speed predictions have been established across the study site, the assessment 

of pedestrian comfort involves determining the suitability of the predicted wind conditions for their 

associated spaces. This step involves comparing the predicted comfort class to the desired comfort class, 

which is dictated by the location type. An overview of common pedestrian location types and their desired 

comfort classes are summarized on the following page. 
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Location Types Desired Comfort Classes 

Primary Building Entrance Standing 

Secondary Building Access Point Walking 

Public Sidewalks / Pedestrian Walkways Walking 

Outdoor Amenity Spaces Sitting / Standing 

Cafés / Patios / Benches / Gardens Sitting / Standing 

Plazas  Standing / Walking 

Transit Stops Standing 

Public Parks Sitting / Walking 

Garage / Service Entrances Walking 

Vehicular Drop-Off Zones Walking 

Laneways / Loading Zones Walking 

 

Following the comparison, the location is assigned a descriptor that indicates the suitability of the location 

for its intended use. The suitability descriptors are summarized as follows: 

¶ Acceptable: The predicted wind conditions are suitable for the intended uses of the associated 

outdoor spaces without the need for mitigation. 

¶ Acceptable with Mitigation: The predicted wind conditions are not acceptable for the intended 

use of a space; however, following the implementation of typical mitigation measures, the wind 

conditions are expected to satisfy the required comfort guidelines. 

¶ Mitigation Testing Recommended: The effectiveness of typical mitigation measures is uncertain, 

and additional wind tunnel testing is recommended to explore other options and to ensure 

compliance with the comfort guidelines. 

¶ Incompatible: The predicted wind conditions will interfere with the comfortable and/or safe use 

of a space and cannot be feasibly mitigated to acceptable levels. 
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5. RESULTS AND DISCUSSION 

5.1 Pedestrian Comfort Suitability ς Future Conditions  

Tables A1 through A2 in Appendix A provide a summary of seasonal comfort predictions for each sensor 

location under the future massing scenario considering the study building and all approved surrounding 

developments. The tables indicate the 80% non-exceedance gust wind speeds and corresponding comfort 

classifications as defined in Section 4.4. In other words, a gust wind speed threshold of 12.1 for the 

summer season indicates that 80% of the measured data falls at or below 12.1 km/h during the summer 

months and conditions are therefore suitable for standing, as the 80% threshold value falls within the 

exceedance range of 10-15 km/h for standing. The tables include the predicted threshold values for each 

sensor location during each season, accompanied by the corresponding predicted comfort class (i.e. 

sitting, standing, walking, etc.).  

The most significant findings of the PLW are summarized in the Section 5.2. To assist with understanding 

and interpretation, predicted conditions for the proposed development are also illustrated in colour-

coded format in Figures 2A through 5B. Conditions suitable for sitting are represented by the colour green, 

while standing is represented by yellow, walking by blue, and uncomfortable by magenta. Measured mean 

and gust velocity ratios, which constitutes the raw data upon which the results are based, will be made 

available upon request. 

5.2 Summary of Findings ς Future Conditions 

Based on the analysis of the measured data, consideration of local climate data, and the suitability 

descriptors provided in Tables A1-A2 in Appendix A, this section summarizes the most significant findings of 

the PLW study with respect to future conditions, as follows: 

1. The majority of public sidewalks, laneways, landscaped spaces, and parking areas within and 

surrounding the development will experience wind conditions suitable for walking or better 

during each seasonal period, which is acceptable. A portion of internal walkway near the loading 

are and garbage room (Sensor 32) experiences uncomfortable wind conditions during the winter 

months. Given the marginal exceedance of the walking comfort level, and that this area is not a 

high-traffic pedestrian area, these conditions are considered acceptable. 
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2. The residential lobby entrances flanking the central laneway (Sensors 31 and 55) and many 

entrances to grade-level office spaces will be comfortable for standing or better on a seasonal 

basis. Exceptions include the office entrance locations along the east and west elevations (Sensors 

23, 24, and 44) and the north corner office entrances (Sensor 48), which will experience walking 

conditions in the winter. As these doorways are recessed within the building façade, the noted 

conditions are considered acceptable. 

3. All secondary and service building access points will be suitable for walking or better throughout 

the year, which is acceptable. 

4. The nearby transit stops (Sensors 12 and 29) will be suitable for standing or better throughout 

the year, which is acceptable. 

5. The Level 5 outdoor amenity terraces (Sensors 57-66) will generally be comfortable for sitting or 

more sedentary activities throughout the summer months, with several areas transitioning to 

include standing or walking conditions near the centre and east side of the podium into the 

shoulder seasons of spring and autumn. If seating areas will be provided over the windier portions 

of the podium roof during the summer months, or calmer conditions are desired to extend into 

the autumn and spring across the full terrace space, it is recommended to raise the full perimeter 

guard to 2.0 metres above the walking surface, and/or provide targeted vertical wind barriers 

upwind of designated seating areas. Canopies or pergolas provided for seating areas near the 

south façades of the towers may also be considered to reduce downwash flows over these spaces. 

The exact configuration of such mitigation can be coordinated with the design team as the 

landscape plan progresses. 

6. Within the context of typical weather patterns, which exclude anomalous localized storm events 

such as tornadoes and downbursts, no areas over the study site were found to experience wind 

conditions that are considered unsafe. 

5.3 Pedestrian Comfort Suitability ς Existing Versus Future Conditions  

To evaluate the influence of the study building on existing wind conditions at and near the study site, an 

additional pedestrian level wind test was performed for the existing site massing without the study 

building present. A comparison of wind comfort results for the existing and future configurations is 
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provided in Tables B1 to B4 in Appendix B, which provide a summary of the comparative wind comfort 

predictions based on annually-averaged wind statistics. The future and existing massing scenarios are 

shown in Photographs 1 through 6 following the main text. 

Pedestrian wind comfort resulting from the construction of the study building and future surrounding 

developments may be described as being unchanged, improved, or reduced as compared to the existing 

conditions. These designations are not strictly determined by the predicted percentage values, rather by 

the change to the predicted comfort class.  

A review of Tables B1 to B4 indicates that wind comfort at most grade-level areas will remain unchanged 

or reduce upon the introduction of the proposed study building, with improvements occurring over 

portions of the sidewalk along Hurontario Street (Sensors 12, 30, and 50-54). Although wind speeds 

marginally increase on portions of the sidewalks along Central Parkway West (Sensors 15, 41, 43, 44, and 

46-48) and Hurontario Street (Sensors 6-8, 11, 13, 27, and 49), as well as over the 30 Central Parkway 

West parking lot to the south (Sensors 18-20), and the 25 Fairview Road West landscaped area to the 

southeast (Sensors 1-4), conditions nevertheless remain acceptable for their intended pedestrian uses on 

a seasonal basis. 

6. CONCLUSIONS AND RECOMMENDATIONS 

This report summarizes the methodology, results, and recommendations related to a pedestrian level 

wind study for the proposed mixed-use development located at 3420 & 3442 Hurontario Street in 

Mississauga, Ontario. The study was performed in accordance with industry standard wind tunnel testing 

and data analysis procedures. 

A complete summary of the predicted wind conditions is provided in Section 5.2 of this report, and is also 

illustrated in Figures 2A-5B, as well as Tables A1-A2 and B1-B4 in the appendices. Based on wind tunnel 

test results, meteorological data analysis, and experience with similar developments in Mississauga, we 

conclude that conditions over pedestrian-sensitive areas within and surrounding the development site 

will be acceptable for the intended pedestrian uses on a seasonal basis. 

Regarding wind conditions over the Level 5 outdoor amenity terraces, conditions will generally be suitable 

for sitting or more sedentary activities during the summer months. If calmer conditions are desired across 



 

BET Realty Ltd. And 3420 Hurontario Street Inc. / Kirkor Architects 
3420 & 3442 HURONTARIO STREET, MISSISSAUGA: PEDESTRIAN LEVEL WIND STUDY  

12 

the full terrace spaces and into the shoulder seasons of spring and autumn, then mitigation is 

recommended as described in Section 5.2. 

A comparison of the existing versus future wind comfort surrounding the study site indicates that the 

proposed development will have a generally neutral to negative influence on existing grade-level wind 

conditions, with improvements over areas of the sidewalk along Hurontario Street. Although somewhat 

windier conditions will occur over areas along the Central Parkway West and Hurontario Street sidewalks, 

as well as across the parking lot to the south, and landscaped area to the southeast, conditions will 

nevertheless remain acceptable for the intended pedestrian uses throughout the year. 

Within the context of typical weather patterns, which exclude anomalous localized storm events such as 

tornadoes and downbursts, no areas over the study site were found to experience conditions that could 

be considered unsafe. 

This concludes our pedestrian level wind study and report. Please advise the undersigned of any questions 

or comments. 

Sincerely, 

 

Gradient Wind Engineering Inc. 
 

 
Angelina Gomes, B.Eng., EIT Andrew Sliasas, M.A.Sc., P.Eng., 

Junior Wind Scientist Principal 
 
GW20-155-WTPLW 
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PHOTOGRAPH 1:  CLOSE-UP VIEW OF EXISTING CONTEXT MODEL LOOKING SOUTH 
 

 

PHOTOGRAPH 2:  CLOSE-UP VIEW OF EXISTING CONTEXT MODEL LOOKING NORTH 
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PHOTOGRAPH 3:  STUDY MODEL INSIDE THE GWE WIND TUNNEL LOOKING DOWNWIND 
 

 

PHOTOGRAPH 4:  STUDY MODEL INSIDE THE GWE WIND TUNNEL LOOKING UPWIND  
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PHOTOGRAPH 5:  CLOSE-UP VIEW OF STUDY MODEL LOOKING SOUTHWEST 
 

 

PHOTOGRAPH 6:  CLOSE-UP VIEW OF STUDY MODEL LOOKING NORTHEAST 
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