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STAGING
AREA

BICYCLE STORAGE VERTICAL CLEARANCE OF 2.4 METERS MIN. FOR STACKED
SPACES AND BIKE STORAGE VERTICAL CLEARANCE OF 1.9 METERS MIN.
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BACKFLOW PREVENTER AND
150Ø WATER METER (PER

REGION OF PEEL STD. 1-4-3).
REFER TO MECHANICAL

DRAWINGS FOR DETAILS
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150Ø DOMESTIC WM SERVICE CONNECTION
INV XXX
REFER TO MECHANICAL DRAWING FOR DETAILS

200Ø FIRE WATER SERVICE
CONNECTION TO BUILDING

INV. XXX
REFER TO MECHANICAL

DRAWINGS FOR DETAILS

CONNECT PROPOSED 200mm FIRE WATER
SERVICE TO EXISTING 300mm WATERMAIN C/W

TAPPING SLEEVE AND VALVE & BOX PER
REGION OF PEEL STD. 1-6-4

DETECTOR CHECK VALVE IN
CHAMBER PER REGION OF PEEL STD.
1-3-1. CHAMBER TO CONSTRUCTED
PER REGION OF PEEL STD. 1-1-5
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10.0m - 250∅ PVC
STM @ 1.00%

1.9m - 300∅ PVC
STM @ 1.00%
INV. 77.10
REFER TO MECHANICAL
DRAWINGS FOR DETAILS

20.4m - 375Ø PVC STM @ 0.50%
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7.0m - 300Ø PVC STM @ 0.50%

0.9m - 200∅ PVC
SAN @ 2.00%

INV. 77.40
REFER TO MECHANICAL
DRAWINGS FOR DETALS
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BREAK INTO EXISTING
STORM SEWER AND
INSTALL PROPOSED

MANHOLE

BREAK INTO EXISTING
STORM SEWER AND
INSTALL PROPOSED

MANHOLE

BREAK INTO EXISTING
SANITARY SEWER AND INSTALL

PROP. SAN MH1A

BREAK INTO EXISTING
STORM SEWER AND
INSTALL PROPOSED
MANHOLE

EXISTING STORM SERVICE
TO BE REMOVED AND

DISPOSED OFFSITE

EXISTING STORM SERVICE
TO BE REMOVED AND

DISPOSED OFFSITE

EXISTING STORM SERVICE
TO BE REMOVED AND

DISPOSED OFFSITE

EX. 300Ø PVC WATERMAIN

EX. ±91.06m - 250Ø PVC SAN @ ±0.25%

EX. ±80.68m - 300Ø PVC STM @ ±0.54%

EX. HYDRANT

STM CB4
TOP 79.69
INV 78.24

EXISTING CATCHBASIN TO
BE REMOVED AND

DISPOSED OFFSITE

EXISTING CATCHBASIN TO
BE REMOVED AND
DISPOSED OFFSITE
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EXISTING STORM SERVICE
TO BE REMOVED AND

DISPOSED OFFSITE
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TO BE REMOVED AND
DISPOSED OFFSITE

1.1m - 250Ø PVC
STM @ 1.0%
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PUMP DISCHARGE
CHAMBER

JELLYFISH
QUALITY

TREATMENT UNIT

EMERGENCY
OVERFLOW / CISTERN
ACCESS HATCH

1.9m - 450∅ PVC
STM @ 0.50%

INV. 76.06
REFER TO MECHANICAL

DRAWINGS FOR DETAILS

STM MH9
T/G 77.81

1200Ø CONC
OPSD 701.010

EX. 150Ø SE INV. ±76.90

STM MH10
T/G 79.63

1200Ø CONC
OPSD 701.010

EX. 200Ø SE INV. ±78.26

26.7m - 450Ø CONC STM @ 0.50%

STM MH7
T/G 78.45

1200∅ CONC
OPSD 701.010

375Ø SW INV. 76.81
300Ø SE INV. 76.43
450Ø NE INV. 76.28

1.6m - 250∅ PVC
STM @ 1.00%

STM CB5
T/G 78.51

INV. 77.06

STM CB4
T/G 78.44

INV. 76.99

1.6m - 250∅ PVC
STM @ 1.00%

STM TD1
TOP 78.41
CONNECTED TO BUILDING
MECHANICAL STORM SYSTEM.
REFER TO MECHANICAL
DRAWINGS FOR DETAILS

INV. 77.06
CONNECTED TO BUILDING
MECHANICAL STORM SYSTEM.
REFER TO MECHANICAL DRAWINGS
FOR DETAILS

INV. 76.99
CONNECTED TO BUILDING

MECHANICAL STORM SYSTEM.
REFER TO MECHANICAL DRAWINGS

FOR DETAILS
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CISTERN
FOOTPRINT = 59.2m2

DEPTH = 2.3m
PROVIDED STORAGE
VOLUME = 136.2 m3

RELEASE RATE VIA
MECH PUMP = 29.0L/s

EX. ±58.14m
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 @

 ±1.00%EX. HYDRANT

EX. 200Ø PVC WATERMAIN

EX. HYDRANT

FFE = 78.80
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EX. VALVE & CHAMBER

EX. HYDRANT

EX. SANITARY MANHOLE

EX. STORM MANHOLE

EX. CATCHBASIN

SANITARY MANHOLE

STORM MANHOLE
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VALVE AND BOX
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